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TO: Parks, Recreation and Cultural Services

FROM: Robert L. Hernandez

DATE: June 12, 2020

SUBJECT: Memorial Park Family Aquatic Center Self-Evaluation

1. On December 18, 2017, Mr. Michael Killebrew, Title II ADA/Section 504 Coordinator
performed a Title II - Americans with Disabilities Act (ADA), Self-Evaluation. This evaluation
was in accordance with 1991/2010 ADA Standards for Accessible Design. The facility was
reevaluated on March 12, 2020, by Mr. Michael Killebrew.

2. Priorities for accessibility are assigned in accordance with the ADA Checklist for Existing
Facilities. The checklist follows the four priorities listed in the Department of Justice ADA Title
III regulations. These priorities are equally applicable to state and local government facilities:

Priority 1 - Accessible approach and entrance
Priority 2 - Access to goods and services
Priority 3 - Access to public toilet rooms
Priority 4 - Access to other items such as water fountains and public telephones

3. Corrective actions to findings were/will be submitted for corrective action through the city
maintenance work request system and Transition Plan. Note: Recommended corrections in
some cases where needed will be modified when appropriate. Corrections are developed in
consideration of the “Program Access” provisions of Title II, where applicable.

4. A copy of this report will be maintained in the Office of Accessibility.  

City of Colorado Springs Title II ADA/Section 504 – Manager
30 S. Nevada Ave, Suite 301
Colorado Springs, CO 80903
robert.hernandez@coloradosprings.gov

Atch 1. City of Colorado Springs, ADA Self-Evaluation Report

Sincerely,

Robert Hernandez



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 1

The 1st space (north space) At the narrow portion by the drain the the space is 7'5" and at the widest it
is 9'7".  The drain has 5"x1" holes, extreme grade up to 11% running slope near drain and high cross
slope up to 6.5%, the cut out patch is sinking and is 3" lower than surrounding asphalt, edges have up to
2" vertical displacement.  The sign isn't centered and is a brown, arrow sign indicating a range of
parking.

2010 ADAS Section 502.1
Car and van parking spaces shall comply with 502.  Where parking spaces are marked with lines, width
measurements of parking spaces and access aisles shall be made from the centerline of the markings.

Citation:

2010 ADAS Section: 502.1

As Built:

The sign is off center,
not correct, space, not
uniform width or wide
enough, storm drain in
space, high cross and
running slope, vertical
displacement, spalling,
and depression exists.

Recommendation:
Take space out due to presence of the drain and extreme slope issues.  We may be able to use a portion
of this space as either a regular parking space or accessible parking stall or access aisle if repaved.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #1 Continued

 

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #1 Additional Finding Photos

Finding 190017 Additional Photo Finding 190017 Additional Photo

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 2

The access aisle is 6'9" wide, with a running slope up to 5.3 and cross slope is 4.4%, near the gutter pan
there is 1.5" of vertical displacement since asphalt is lower than the gutter pan and the repair has an
area that is 3'9" x 2'5" x 1/2" vertical displacement.

2010 ADAS Section 502.3
Access aisles serving parking spaces shall comply with 502.3.  Access aisles shall adjoin an accessible route. 
Two parking spaces shall be permitted to share a common access aisle.

Citation:

2010 ADAS Section: 502.3

As Built:

The access aisle
between stall #1 and
#2 is too narrow, has a
high running and
cross slope, vertical
displacement from
earlier repair and
connecting to curb
ramp gutter and
access aisle may be
too narrow.

Recommendation:
Resurface this area to level and designate this as the Van access aisle.  This will need to be 8' wide.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
Hard to make recommendations - actually the entire accessible parking area, curb ramps and sidewalks
must be entirely redone.

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #2 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #2 Additional Finding Photos

Finding 190018 Additional Photo Finding 190018 Additional Photo
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 3

The 2nd space (north side) has a crack (OK now but will be a finding soon), up to 4.2% running slope
near the end of the stall, and no sign in the front.

2010 ADAS Section 502.1
Car and van parking spaces shall comply with 502.  Where parking spaces are marked with lines, width
measurements of parking spaces and access aisles shall be made from the centerline of the markings.

Citation:

2010 ADAS Section: 502.1

As Built:

Space has a crack, up
to 4.2% running slope
near the end, and no
sign in the front. Most
of the slope is fine.

Recommendation:
Repave this space level and add a sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
Space is 8'2" wide.

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #3 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 4

The 3rd space (north side) has up to 5% running slope near the end of the stall and no sign in the front.

2010 ADAS Section 502.1
Car and van parking spaces shall comply with 502.  Where parking spaces are marked with lines, width
measurements of parking spaces and access aisles shall be made from the centerline of the markings.

Citation:

2010 ADAS Section: 502.1

As Built:

Space has up to 5%
running slope near the
end of space and no
sign in the front. Most
of the slope is fine.

Recommendation:
Repave this space level and add a sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #4 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 5

The access aisle is 4'7" wide, with a running slope up to 4% and the cross slope is 2.5%, near the gutter
pan there is a gap 2" wide and 1" deep.

2010 ADAS Section 502.3
Access aisles serving parking spaces shall comply with 502.3.  Access aisles shall adjoin an accessible route. 
Two parking spaces shall be permitted to share a common access aisle.

Citation:

2010 ADAS Section: 502.3

As Built:

The access aisle
between stall #3 and
#4 is too narrow, has a
high running and
cross slope, and a gap
connecting to the curb
ramp gutter.

Recommendation:
Resurface this area to level and widen the aisle to 5' wide.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #5 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 6

The 4th space (north side) has up to 5% running slope near the end of the stall and no sign in the front.
There is also a gap that runs the length of the space that is 2" wide and deep.

2010 ADAS Section 502.1
Car and van parking spaces shall comply with 502.  Where parking spaces are marked with lines, width
measurements of parking spaces and access aisles shall be made from the centerline of the markings.

Citation:

2010 ADAS Section: 502.1

As Built:

Space has a high
running slope near the
end of space and no
sign in the front.
Further, there is a gap
in the length of the
space. Most of the
slope is fine.

Recommendation:
Repave this space level and add a sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
Space is 8'9" wide.

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #6 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 7

The 5th space (north side) has up to 4% running slope near the end of the stall and no sign in the front.

2010 ADAS Section 502.1
Car and van parking spaces shall comply with 502.  Where parking spaces are marked with lines, width
measurements of parking spaces and access aisles shall be made from the centerline of the markings.

Citation:

2010 ADAS Section: 502.1

As Built:

Space has a high
running slope near the
end of space and no
sign in the front. Most
of the slope is fine.

Recommendation:
Repave this space level and add a sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
8'6" wide

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #7 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 8

The access aisle is 4'6" wide, with a running slope up to 3.9%, near the gutter pan.  Most of the slopes
are correct.

2010 ADAS Section 502.3
Access aisles serving parking spaces shall comply with 502.3.  Access aisles shall adjoin an accessible route. 
Two parking spaces shall be permitted to share a common access aisle.

Citation:

2010 ADAS Section: 502.3

As Built:

The access aisle
between stall #5 and
#6 is too narrow and
has a high running
slope near the curb
ramp.

Recommendation:
Resurface this area to level and widen the aisle to 5' wide.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #8 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 9

The 6th space (north side) has up to 3.7% running slope near the end of the stall and no sign in the front.

2010 ADAS Section 502.1
Car and van parking spaces shall comply with 502.  Where parking spaces are marked with lines, width
measurements of parking spaces and access aisles shall be made from the centerline of the markings.

Citation:

2010 ADAS Section: 502.1

As Built:

Space has a high
running slope near the
end of space and no
sign in the front. Most
of the slope is fine.

Recommendation:
Repave this space level and add a sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
Space is 8'5" wide.  The issue with most of these parking spaces is that they have been repaved without
removing the previous asphalt.  To make right we have to pull out all the asphalt.

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #9 Continued

 

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 10

The 7th space (north side) lacks parking signage.

Parking space identification signs shall include the International Symbol of Accessibility (ISA). Signs
identifying van parking spaces shall contain the designation "van accessible." All signs shall be 60
inches minimum above the finish floor or ground surface measured to the bottom of the sign.

2010 ADAS Section 502.6
Parking space identification signs shall include the International Symbol of Accessibility complying with
703.7.2.1.  Signs identifying van parking spaces shall contain the designation "van accessible."  Signs shall be
60 inches (1525 mm) minimum above the finish floor or ground surface measured to the bottom of the sign.

Citation:

2010 ADAS Section: 502.6

As Built:

The 7th space has no
sign in front.

Recommendation:
Add sign and probably replace the asphalt since most if not all of the asphalt in this area will need to be
replaced.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
8' 7" wide.

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #10 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 11

The access aisle between stall #7 & #8  is not a minimum of 5 feet wide.

An accessible parking stall's access aisle must be a minimum of 5 feet wide measured from centerline to
centerline.

Where the access aisle is not adjacent to another parking space or access aisle, measurements shall be
permitted to include the full width of the line defining the access aisle.

2010 ADAS Section 502.3.1
Access aisles serving car and van parking spaces shall be 60 inches (1525 mm) wide minimum.

Citation:

2010 ADAS Section: 502.3.1

As Built:

The access aisle
between stall #7 and
#8 is too narrow.

Recommendation:
Widen the aisle to 5'.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #11 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 12

The 8th space (north side) has debris build-up and no sign in the front.

2010 ADAS Section 502.1
Car and van parking spaces shall comply with 502.  Where parking spaces are marked with lines, width
measurements of parking spaces and access aisles shall be made from the centerline of the markings.

Citation:

2010 ADAS Section: 502.1

As Built:

Space has debris build-
up and no sign in the
front.

Recommendation:
Clean the space and add a sign.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

 

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 13

The left (west) space is missing a sign, has a high running slope near the gutter pan up to 5.8%, and the
surface has some fracturing.

2010 ADAS Section 502.1
Car and van parking spaces shall comply with 502.  Where parking spaces are marked with lines, width
measurements of parking spaces and access aisles shall be made from the centerline of the markings.

Citation:

2010 ADAS Section: 502.1

As Built:

Missing a sign, high
running slope, uneven
surface.

Recommendation:
Determine if we keep.  If so, add sign, repave area to level.  If not, take out curb ramp and put in curb
ramp for a drop off closer to the accessible entrance or keep as is.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
Space is 8'11" wide.  May not technically be classified as an accessible parking space but could be
treated that way by the public.

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #13 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #13 Additional Finding Photos

Finding 190014 Additional Photo

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 14

The right (east) space is missing a sign, has a high running slope near gutter pan up to 3.9%, and the
surface has a crack up to 3" wide the length of the space up to 3/4" deep.

2010 ADAS Section 502.1
Car and van parking spaces shall comply with 502.  Where parking spaces are marked with lines, width
measurements of parking spaces and access aisles shall be made from the centerline of the markings.

Citation:

2010 ADAS Section: 502.1

As Built:

Missing a sign, high
running slope, gaps
exceeding 1/2".

Recommendation:
Determine if we keep.  If so, add sign, repave area to level.  If not, take out curb ramp and put in curb
ramp for a drop off closer to the accessible entrance or keep as is.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
The space is 9'4" wide.

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #14 Continued

Finding 190015 Main Photo

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #14 Additional Finding Photos

Finding 190015 Additional Photo

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Parking

Lat: 38.8279514000, Long: -104.7977491000

Finding: 15

The access aisle is 7' wide, with a running slope up to 3.9% near the gutter pan and a 1" area of vertical
displacement at the transition.

2010 ADAS Section 502.3
Access aisles serving parking spaces shall comply with 502.3.  Access aisles shall adjoin an accessible route. 
Two parking spaces shall be permitted to share a common access aisle.

Citation:

2010 ADAS Section: 502.3

As Built:

The access aisle is too
narrow, has a high
running slope near the
gutter pan with a 1"
drop from the asphalt
to the gutter slope.

Recommendation:
Determine if we keep and or make as accessible parking.  If so, repave area to level and widen to 8'.  If
not, look at taking out the curb ramp and put in curb ramp for a drop off closer to the accessible
entrance or keep as is except that the vertical displacement and slope must be fixed..

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #15 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #15 Additional Finding Photos

Finding 190016 Additional Photo

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 16

The walkway contains changes in level greater than a 1/2 inch high that should be ramped.

Changes in level greater than 1/2 inch high shall be constructed as a ramp or curb ramp.

2010 ADAS Section 303.4
Changes in level greater than 1/2 inch (13 mm) high shall be ramped, and shall comply with 405 or 406.

Citation:

2010 ADAS Section: 303.4

As Built:

The route has a curb
head.

Recommendation:
Replace with a curb ramp.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

Corrected Condition:
Curb ramp provided.

City of Colorado Springs
(719) 385 - 5175
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #16 Continued

CORRECTED

Finding 189992 Main Photo Finding 189992 Corrected Photo
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 17

The accessible path of travel contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).  When
the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent
slope), it must be constructed as ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 403.3

As Built:

The route has 5 pads
between 2.7%-5.8%
cross slope which
ends in a 3/4" vertical
displacement.

Recommendation:
Replace these 5 pads to 2% or less cross slope.  Make sure the pad that ties in takes out the vertical
displacement.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #17 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #17 Additional Finding Photos

Finding 189993 Additional Photo
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 18

The accessible path of travel contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).  When
the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent
slope), it must be constructed as a ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 403.3

As Built:

The route has 12 pads
between 2.5%-4.6%
cross slope.

Recommendation:
Replace these 12 pads to 2% or less cross slope.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
3 of these pads our new.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 19

There are multiple issues with this curb ramp including:
The curb ramp has a gutter slope of 9.9% that connects to broken asphalt up to 7" wide which is 1.25"
deep.  Ramp face running slope is 13% with a landing that has a 2.9% running slope and a 4.6% cross
slope.  Further one flare is very high with no delineation.

2010 ADAS Section 406
Curb Ramps

Citation:

2010 ADAS Section: 406

As Built:

The curb ramp has
multiple problems.

Recommendation:
Remove and replace the curb ramp.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 20

The walkway contains abrupt vertical edges and/or variations over a 1/2 inch.

1/4 inch is the maximum vertical rise. Changes in level between 1/4 inch and 1/2 inch must be beveled at
1:2 or less. 

Changes in level greater than 1/2 inch must be by way of a ramp.

2010 ADAS Section 303.3
Changes in level between 1/4 inch (6.4 mm) high minimum and 1/2 inch (13 mm) high maximum shall be
beveled with a slope not steeper than 1:2.

2010 ADAS Section 303.2
Changes in level of 1/4 inch (6.4 mm) high maximum shall be permitted to be vertical.

Citation:

2010 ADAS Section: 303.3, 303.2

As Built:

The route has 2 pads
out of compliance.
One has a 1" wide gap
with 2 areas of vertical
displacement both
1.75" and the other
1.5" and the other has
an area of 1 1/2"
vertical displacement
where it connects into
the sidewalk.

Recommendation:
Replace these pads.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 21

The accessible path of travel contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).  When
the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent
slope), it must be constructed as a ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 403.3

As Built:

The route has 6 pads
between 2.6%-3.8%
cross slope and 3
areas of vertical
displacement (all 3 are
3/4").

Recommendation:
Replace these 6 pads to at or under 2% which will also take care of the vertical displacement.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 22

The accessible path of travel contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).  When
the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent
slope), it must be constructed as a ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 403.3

As Built:

The route has 3 pads
between (2) 5.4%
(wings) and one 6%
cross slope.

Recommendation:
Replace these 3 pads to at or under 2% cross-slope.  This will need to be a parallel curb ramp to allow
access to parking lot.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175

https://coloradosprings.gov/                                53 of 235
Powered by 



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #22 Continued

 

City of Colorado Springs
(719) 385 - 5175

https://coloradosprings.gov/                                54 of 235
Powered by 



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 23

The walkway contains abrupt vertical edges and/or variations over a 1/2 inch and a 1" wide gap.

1/4 inch is the maximum vertical rise. Changes in level between 1/4 inch and 1/2 inch must be beveled at
1:2 or less. 

Changes in level greater than 1/2 inch must be by way of a ramp.

2010 ADAS Section 303.3
Changes in level between 1/4 inch (6.4 mm) high minimum and 1/2 inch (13 mm) high maximum shall be
beveled with a slope not steeper than 1:2.

2010 ADAS Section 303.2
Changes in level of 1/4 inch (6.4 mm) high maximum shall be permitted to be vertical.

Citation:

2010 ADAS Section: 303.3, 303.2

As Built:

The route has 2 pads
out of compliance.
One has a 1" wide gap
(lots of other
fracturings) and the
other has 3/4" vertical
displacement at the
joint line.

Recommendation:
Replace the 2 pads.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 24

The accessible path of travel contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).  When
the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent
slope), it must be constructed as a ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 403.3

As Built:

The route has 3 pads
out of compliance.
Cross-slopes are
3.8-4.4% with 2 areas
of vertical
displacement up to 1"
at opposite joint lines.

Recommendation:
Replace all 3 panels.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 25

There is no accessible route around the rock and the picnic table is 25".

At least one accessible route shall connect accessible buildings, accessible facilities, accessible
elements, and accessible spaces that are on the same site.

2010 ADAS Section 206.2.2
At least one accessible route shall connect accessible buildings, accessible facilities, accessible elements, and
accessible spaces that are on the same site.

Citation:

2010 ADAS Section: 206.2.2

As Built:

The route around the
picnic table is only 25"
between table and
rock.

Recommendation:
Move the table over to allow at least a 36" wide route.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 26

There is no accessible route - the route around the trash can to the newspaper racks and picnic table is
10".

At least one accessible route shall connect accessible buildings, accessible facilities, accessible
elements, and accessible spaces that are on the same site.

2010 ADAS Section 206.2.2
At least one accessible route shall connect accessible buildings, accessible facilities, accessible elements, and
accessible spaces that are on the same site.

Citation:

2010 ADAS Section: 206.2.2

As Built:

The route to the paper
racks and table is only
10" due to the
trashcan blocking the
route.

Recommendation:
Move the trash can over to allow at least a 36" wide route.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 27

The sign providing directional and information is non-compliant.  It says one can push auto door sign if
they have a "medical reason".

Signs that identify, direct to, or give information about accessible elements and features of a building or
site, shall have a non-glare finish, contrast with their background, be selected from fonts where the
width of the uppercase letter "O" is 55 percent minimum, and 110 percent maximum of the height of the
uppercase letter "I".  Characters shall be uppercase or lowercase or a combination of both, conventional
in form and shall not be italic, oblique, script, highly decorative, or of other unusual forms and be sized
according to the viewing distance.

2010 ADAS Section 216.3
Signs that provide direction to or information about interior spaces and facilities of the site shall comply with
703.5.

Citation:

2010 ADAS Section: 216.3

As Built:

The informational sign
is non-conforming.

Recommendation:
Change the language on the sign to say "Please do not use the ADA button unless necessary do to
disability" or "Please do not use the ADA button unless necessary".

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 28

The accessible path of travel contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).  When
the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent
slope), it must be constructed as a ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 403.3

As Built:

The route has 8 pads
between 2.6%-5.4%
cross slope.

Recommendation:
Replace these 8 pads to at or under 2%.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 29

The trees and bushes extend down too close to the route of travel.

Any obstruction that overhangs a route of travel must be a minimum of 80 inches above the walking
surface as measured from the bottom of the obstruction.

2010 ADAS Section 307.3
Free-standing objects mounted on posts or pylons shall overhang circulation paths 12 inches (305 mm)
maximum when located 27 inches (685 mm) minimum and 80 inches (2030 mm) maximum above the finish floor
or ground.  Where a sign or other obstruction is mounted between posts or pylons and the clear distance
between the posts or pylons is greater than 12 inches (305 mm), the lowest edge of such sign or obstruction
shall be 27 inches (685 mm) maximum or 80 inches (2030 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 307.3

As Built:

The route in front of
the accessible parking
and 4 access aisles -
curb ramps is
restricted to as little as
8" wide with as little as
16": high.

Recommendation:
Trim back trees and bushes the full width of the walkway to 80" high.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 30

The walking surface is obstructed. A 36-inch minimum clear walking surface is required.

2010 ADAS Section 403.5.1
Except as provided in 403.5.2 and 403.5.3, the clear width of walking surfaces shall be 36 inches (915 mm)
minimum.

Citation:

2010 ADAS Section: 403.5.1

As Built:

The route on the side
of the accessible
parking is totally
blocked due to
bushes.

Recommendation:
Take out the bushes the full width of the sidewalk.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 31

The walkway contains changes in level greater than a 1/2 inch high that should be ramped.

Changes in level greater than 1/2 inch high shall be constructed as a ramp or curb ramp.

2010 ADAS Section 303.4
Changes in level greater than 1/2 inch (13 mm) high shall be ramped, and shall comply with 405 or 406.

Citation:

2010 ADAS Section: 303.4

As Built:

The route on the side
of the accessible
parking ends in a curb
head and has 2 pads
of 2.4-2.6% cross
slope.

Recommendation:
Explore putting a curb ramp.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 32

The accessible path of travel contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).  When
the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent
slope), it must be constructed as a ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 403.3

As Built:

The route has 8 pads
between 2.5%-3.7%
cross slope.

Recommendation:
Replace these 8 pads to at or under 2%.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 33

The walkway contains abrupt vertical edges and/or variations over a 1/4 inch.

1/4 inch is the maximum vertical rise. Changes in level between 1/4 inch and 1/2 inch must be beveled at
1:2 or less. 

Changes in level greater than 1/2 inch must be by way of a ramp.

2010 ADAS Section 303.3
Changes in level between 1/4 inch (6.4 mm) high minimum and 1/2 inch (13 mm) high maximum shall be
beveled with a slope not steeper than 1:2.

2010 ADAS Section 303.2
Changes in level of 1/4 inch (6.4 mm) high maximum shall be permitted to be vertical.

Citation:

2010 ADAS Section: 303.3, 303.2

As Built:

The route in front of
accessible parking has
2 areas of vertical
displacement (1/2" and
3/4") and a 1" gap.

Recommendation:
Replace these areas.  This should occur with pads when the cross slopes are fixed.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
Price in above.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 34

There are multiple issues with this curb ramp including:
A gutter pan with an 11% counter slope, a running slope of 11%, and a landing that is 3.7%.  Also landing
obscured by bushes and tree limbs.

2010 ADAS Section 406
Curb Ramps

Citation:

2010 ADAS Section: 406

As Built:

CR feeding spaces 1
and 2 have a high
gutter pan, a high
running slope, and no
level landing.

Recommendation:
Remove and replace the curb ramp.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175

https://coloradosprings.gov/                                82 of 235
Powered by 



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #34 Continued

 

City of Colorado Springs
(719) 385 - 5175

https://coloradosprings.gov/                                83 of 235
Powered by 



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 35

There are multiple issues with this curb ramp including:
A gutter pan with an 11% counter slope and a running slope of 10.4%.  The landing also obscured by
bushes.

2010 ADAS Section 406
Curb Ramps

Citation:

2010 ADAS Section: 406

As Built:

CR feeding spaces 3
and 4 have a high
gutter pan counter
slope and a high
running slope.

Recommendation:
Remove and replace the curb ramp.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 36

There are multiple issues with this curb ramp including:
A high gutter pan counter slope (not sure how high) covered in debris and a running slope of 9.5%. 
Face and landing blocked by trees.

2010 ADAS Section 406
Curb Ramps

Citation:

2010 ADAS Section: 406

As Built:

CR feeding spaces 5
and 6 have a high
gutter pan counter
slope, a high running
slope, debris in the
ramp, and overhang
over the ramp at only
9".

Recommendation:
Remove and replace the curb ramp.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 37

There are multiple issues with this curb ramp including:
A high gutter pan counter slope at 11%, a 1/2" vertical displacement from ramp face to the landing, a
landing of 2.5%, and only an 8" deep landing due to bushes.

2010 ADAS Section 406
Curb Ramps

Citation:

2010 ADAS Section: 406

As Built:

CR feeding spaces 7
and 8 have a high
gutter pan counter
slope, the vertical
displacement between
ramp face and landing,
no level landing, and
bushes obscuring the
level landing.

Recommendation:
Remove and replace the curb ramp.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 38

There are not enough accessible passenger loading zones provided.

Where passenger loading zones other than transit stops are provided, at least one accessible passenger
loading zone shall be provided for every 100 ft of continuous loading zone space or fraction thereof.

2011 PROWAG Section R215
Where passenger loading zones other than transit stops are provided, at least one accessible passenger loading
zone complying with R310 (Passenger Loading Zones) shall be provided for each 30 m (100.0 ft) of continuous
loading zone space or fraction there

Citation:

2011 PROWAG Section: R215

As Built:

We have no close
accessible drop-off.

Recommendation:
We should explore putting in an accessible loading zone.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
Technically we don't have a loading zone.  In practice we do though as people drop and pick up others
in front.  We have no curb ramps in front and accessible parking is far from the entrance.  We should
explore putting in a loading zone.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 39

The route to cross the parking facility entrance to go to or from the Veterans Memorial has a high cross
slope. It is also very rough with multiple areas of vertical displacement.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).  When
the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent
slope), it must be constructed as a ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 403.3

As Built:

The route to cross the
parking facility
entrance to go to or
from the Veterans
Memorial has a cross
slope between 4-6%. It
is also very rough with
multiple areas of
vertical displacement
up to 1" deep. The
largest area of
degradation is 6" wide
by 36" long x 1" deep.
Also, there is broken
asphalt up to 7" wide
that is 1.25" deep at
the base of the curb
ramp.

Recommendation:
Repave the surface to as level as feasible which will reduce the cross slope and get rid of rough or
missing asphalt.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation
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See finding 19 which is the nearby curb ramp.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 40

There are multiple issues with this curb ramp including:
 Ramp face running slope is 10.8% and a 12.8% cross slope with a landing that has a 5.4% running slope
and a high cross slope.  Further, one flare has no delineation with up to 1/2" vertical displacement with a
1.5" gap and runs over the curb edge resulting in a steep drop-off.

2010 ADAS Section 406
Curb Ramps

Citation:

2010 ADAS Section: 406

As Built:

The curb ramp has
multiple problems.

Recommendation:
Remove and replace the curb ramp.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Exterior - Accessible Routes

Lat: 38.8279514000, Long: -104.7977491000

Finding: 41

The accessible path of travel contains cross slopes greater than 2%.

Surface cross slopes shall not exceed one unit vertical in 48 units horizontal (2-percent slope).  When
the slope in the direction of travel of any walk exceeds 1 unit vertical in 20 units horizontal (5-percent
slope), it must be constructed as a ramp.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 403.3

As Built:

The route has 24 pads
with a cross slope
between 2.3-5.2%, the
11th pad up also has a
3/4" gap.

Recommendation:
Replace all of the sidewalk along this route.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Finding #41 Additional Finding Photos

Finding 190032 Additional Photo Finding 190032 Additional Photo
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Community Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 42

The paper towel dispenser's operation mechanism is too high off the floor.  Dispensers must have all
operable parts a maximum of 48 inches above the floor.

2010 ADAS Section 308.2.1
Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and the
low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.2.1

As Built:

The paper towel
dispenser is mounted
at 53" to the operable
part.

Recommendation:
Lower the paper towel dispenser to maximum 48" to the operable part.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Finding #42 Continued

Image of paper towel dispenser mounted too high
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Community Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 43

The sanitizer dispenser's operation mechanism is too high off the floor.  Dispensers must have all
operable parts a maximum of 48 inches above the floor.

2010 ADAS Section 308.2.1
Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and the
low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.2.1

As Built:

The soap dispenser in
the community room is
mounted at 54".

Recommendation:
Lower the dispenser to under 48" maximum to the operable part.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Finding #43 Continued

Image of dispenser mounted too high
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - General

Lat: 38.8279514000, Long: -104.7977491000

Finding: 44

Compliant room identification signs are missing or do not contain Braille or tactile characters.

The sign shall be located alongside the door at the latch side. Where a tactile sign is provided at double
doors with one active leaf, the sign shall be located on the inactive leaf. Where a tactile sign is provided
at double doors with two active leafs, the sign shall be located to the right of the right-hand door. Where
there is no wall space at the latch side of a single door or at the right side of double doors, signs shall
be located on the nearest adjacent wall. Signs containing tactile characters shall be located so that a
clear floor space of 18 inches minimum by 18 inches minimum, centered on the tactile characters, is
provided beyond the arc of any door swing between the closed position and 45-degree open position.

Wall signs identifying permanent rooms and spaces of a building shall be in a horizontal format and the
characters raised 1/32 inch minimum and shall be sans serif uppercase characters a minimum of 5/8
inch and a maximum of 2 inches high. Contracted Grade 2 Braille shall be in a horizontal format and
shall be placed a minimum of 3/8 inch and a maximum of 1/2 inch directly below the tactile characters;
flush left or centered. Dots shall be 1/10 inch on center in each cell with 2/10-inch space between cells,
measured from the second column of dots in the first cell to the first column of dots in the second cell.
Dots shall be raised a minimum of 1/40 inch above the background. Braille dots shall be domed or
rounded. Signs with raised characters or Braille shall be located 48 inches minimum above the finish
floor or ground surface, measured from the baseline of the lowest tactile character and 60 inches
maximum above the finish floor or ground surface, measured from the baseline of the highest tactile
character.

2010 ADAS Section 216.2
Interior and exterior signs identifying permanent rooms and spaces shall comply with 703.1, 703.2, and 703.5. 
Where pictograms are provided as designations of permanent interior rooms and spaces, the pictograms shall
comply with 703.6 and shall have text descriptors complying with 703.2 and 703.5.

2010 ADAS Section 703.4.2
Where a tactile sign is provided at a door, the sign shall be located alongside the door at the latch side.  Where a
tactile sign is provided at double doors with one active leaf, the sign shall be located on the inactive leaf.  Where
a tactile sign is provided at double doors with two active leafs, the sign shall be located to the right of the right
hand door.  Where there is no wall space at the latch side of a single door or at the right side of double doors,
signs shall be located on the nearest adjacent wall.  Signs containing tactile characters shall be located so that a
clear floor space of 18 inches (455 mm) minimum by 18 inches (455 mm) minimum, centered on the tactile
characters, is provided beyond the arc of any door swing between the closed position and 45 degree open
position.

Citation:

2010 ADAS Section: 216.2, 703.4.2

As Built:

The interior signage is
not compliant or is
missing.

Recommendation:
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910
Install an interior sign package.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
Except at the restrooms - they have accessible signage.  Room identification signage must be Braille
and tactile and should be mounted 60" to the top edge of the sign.  Directional and information signs do
not need to have tactile or Braille features.; Need to count the number of interior signs

Finding 187217 Main Photo
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Finding #44 Additional Finding Photos

Finding 187217 Additional Photo
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - General

Lat: 38.8279514000, Long: -104.7977491000

Finding: 45

The credit card machine is positioned too high for either a side or front approach.

Where a clear floor or ground space allows a parallel approach to an element and the side reach is
unobstructed, the high side reach shall be 48 inches maximum and the low side reach shall be 15 inches
minimum above the finish floor or ground.

Where a forward reach is unobstructed, the high forward reach shall be 48 inches maximum and the low
forward reach shall be 15 inches minimum above the finish floor or ground.

2010 ADAS Section 308.1
Reach ranges shall comply with 308.

Citation:

2010 ADAS Section: 308.1

As Built:

The payment methods
on the vending
machine are at 60".

Recommendation:
Work with the vendor to lower the credit card payment portion on the machine.

Barrier Priority:
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not result
in providing greater access to persons with disabilities. (Includes findings that are technically violations
but provide a moderate to low increase in accessibility compared to the financial impact on the entity)

Department:
Parks & Recreation

Notes:
N/A
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Finding #45 Continued

Image of inaccessible vending machine
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - General

Lat: 38.8279514000, Long: -104.7977491000

Finding: 46

The threshold is greater than 1/2 inch high.

The threshold at a doorway shall be no higher than 1/2 inch. Changes in level between 1/4 inch and 1/2
inch must be beveled at 1:2 or less. I/4 inch is the maximum vertical rise.

2010 ADAS Section 404.2.5
Thresholds, if provided at doorways, shall be 1/2 inch (13 mm) high maximum.  Raised thresholds and changes
in level at doorways shall comply with 302 and 303.

Citation:

2010 ADAS Section: 404.2.5

As Built:

The door threshold at
the picnic patio has
1.25" vertical
displacement.

Recommendation:
Grind to less than 1/2" or install a transition plate.

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Finding #46 Continued

Image of inaccessible door threshold
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - General

Lat: 38.8279514000, Long: -104.7977491000

Finding: 47

There is up to 1" vertical displacement at joints in the concrete patio. 

There are gaps up to 6" by 2-1/2" by 1" deep. 

The patio has cross slopes ranging from 5.1% to 7.3%.

2010 ADAS Section 206.2.2
At least one accessible route shall connect accessible buildings, accessible facilities, accessible elements, and
accessible spaces that are on the same site.

Citation:

2010 ADAS Section: 206.2.2

As Built:

There are multiple
issues with the pool
patio concrete.

Recommendation:
Grind the vertical displacement to less than 1/2". 

Clean out and fill gaps. 

Remove and replace the panels near the door to provide a level landing.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove barriers
to the greatest number of people to your goods and services)

Department:
Parks & Recreation

Notes:
N/A
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Finding #47 Continued

Image of vertical displacement in the sidewalk
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Finding #47 Additional Finding Photos

Additional image of vertical displacement Additional image of vertical displacement
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - General

Lat: 38.8279514000, Long: -104.7977491000

Finding: 48

The runs on the ramp are too long without a landing.  Levels landing must exist every 30' maximum
distance.  The handrails range from 34-36" high.

2010 ADAS Section 405
Ramps

Citation:

2010 ADAS Section: 405

As Built:

The run on the ramp is
40' without a level
landing. Landings are
required every 30'.
Also, both handrails
are not of a consistent
height.

Recommendation:
Explore if technically feasible to change this.  It may not be.  There may not be enough space to do this
without exceeding maximum running slope percentage.

Reposition handrails so that both are consistent in height between 34-38".

Barrier Priority:
1 (High): Should be completed immediately. (Includes findings that have little or no cost, were in
violation of the codes at the time of construction, or pose an imminent safety threat)

Department:
Parks & Recreation

Notes:
N/A
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Finding #48 Continued
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Finding #48 Additional Finding Photos

Finding 189989 Additional Photo

City of Colorado Springs
(719) 385 - 5175

https://coloradosprings.gov/                              114 of 235
Powered by 



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - General

Lat: 38.8279514000, Long: -104.7977491000

Finding: 49

There is not enough knee clearance under the drinking fountain.

The drinking fountain must have a clear knee space between the bottom of the drinking fountain and the
floor not less than 27 inches in height, 30 inches in width, and 8 inches in depth.

2010 ADAS Section 602.2
Units shall have a clear floor or ground space complying with 305 positioned for a forward approach and
centered on the unit.  Knee and toe clearance complying with 306 shall be provided.

Citation:

2010 ADAS Section: 602.2

As Built:

The drinking fountain
has only 26 1/4" under
clearance.

Recommendation:
Move the fountain to exactly 27" to the bottom edge.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175

https://coloradosprings.gov/                              115 of 235
Powered by 



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #49 Continued
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Conference Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 50

The coat hooks are mounted too high.

2010 ADAS Section 308.2.2
Where a high forward reach is over an obstruction, the clear floor space shall extend beneath the element for a
distance not less than the required reach depth over the obstruction.  The high forward reach shall be 48 inches
(1220 mm) maximum where the reach depth is 20 inches (510 mm) maximum.  Where the reach depth exceeds
20 inches (510 mm), the high forward reach shall be 44 inches (1120 mm) maximum and the reach depth shall
be 25 inches (635 mm) maximum.

Citation:

2010 ADAS Section: 308.2.2

As Built:

The coat hooks in the
conference room are
mounted at 65".

Recommendation:
Lower the coat hooks or install additional hooks at maximum 48".

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Finding #50 Continued

Image of coat hooks mounted too high
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Small Fitness Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 51

The coat hooks are mounted too high.

2010 ADAS Section 308.2.2
Where a high forward reach is over an obstruction, the clear floor space shall extend beneath the element for a
distance not less than the required reach depth over the obstruction.  The high forward reach shall be 48 inches
(1220 mm) maximum where the reach depth is 20 inches (510 mm) maximum.  Where the reach depth exceeds
20 inches (510 mm), the high forward reach shall be 44 inches (1120 mm) maximum and the reach depth shall
be 25 inches (635 mm) maximum.

Citation:

2010 ADAS Section: 308.2.2

As Built:

The coat hooks in the
small fitness room are
mounted at 68".

Recommendation:
Lower the coat hooks or install additional hooks at maximum 48".

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Finding #51 Continued

Finding 189975 Main Photo
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Small Fitness Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 52

The paper towel dispenser is not positioned correctly for either a side or front approach.

Where a clear floor or ground space allows a parallel or front approach and the side reach is
unobstructed, the high side reach shall be 48 inches maximum above the finish floor or ground and the
low side reach shall be 15 inches minimum above the finish floor or ground.

2010 ADAS Section 308.2.1
Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and the
low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground.

2010 ADAS Section 308.3.1
Where a clear floor or ground space allows a parallel approach to an element and the side reach is
unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15
inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.2.1, 308.3.1

As Built:

The paper towers are
57" to the operable
portion.

Recommendation:
Lower the paper towel dispenser operable
                                "part to at or under 48

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175
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Interior - Small Fitness Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 53

The remote controls are not positioned correctly for either a side or front approach.

Where a clear floor or ground space allows a parallel or front approach and the side reach is
unobstructed, the high side reach shall be 48 inches maximum above the finish floor or ground and the
low side reach shall be 15 inches minimum above the finish floor or ground.

2010 ADAS Section 308.2.1
Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and the
low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground.

2010 ADAS Section 308.3.1
Where a clear floor or ground space allows a parallel approach to an element and the side reach is
unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15
inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.2.1, 308.3.1

As Built:

The remote controls in
the small fitness room
are mounted at 58 and
61".

Recommendation:
Lower the remotes to 48" or less.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
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Interior - Family Restroom

Lat: 38.8279514000, Long: -104.7977491000

Finding: 54

The door does not open at least 90 degrees.

Door openings shall provide a clear width of 32 inches minimum. Clear openings of doorways with
swinging doors shall be measured between the face of the door and the stop, with the door open 90
degrees. There shall be no projections into the required clear opening width lower than 34 inches above
the finish floor or ground. Projections into the clear opening width between 34 inches and 80 inches
above the finish floor or ground shall not exceed 4 inches.

2010 ADAS Section 404.2.3
Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with
swinging doors shall be measured between the face of the door and the stop, with the door open 90 degrees. 
Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 mm) minimum.
There shall be no projections into the required clear opening width lower than 34 inches (865 mm) above the
finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) and 80 inches (2030
mm) above the finish floor or ground shall not exceed 4 inches (100 mm).

Citation:

2010 ADAS Section: 404.2.3

As Built:

There is a bench
inside the restroom
preventing the door
from fully opening.

Recommendation:
Move the bench.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

Corrected Condition:
N/A

City of Colorado Springs
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CORRECTED
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Interior - Family Restroom

Lat: 38.8279514000, Long: -104.7977491000

Finding: 55

The pull handle on the baby changing station is at 47-1/2", which is within complaint reach range.
However, the work surface is at 34-1/2". The maximum height of the work surface allowed is 34".

2010 ADAS Section 308.3.1
Where a clear floor or ground space allows a parallel approach to an element and the side reach is
unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15
inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.3.1

As Built:

The baby changing
station is mounted too
high.

Recommendation:
Lower the baby changing station to provide maximum 34" high work surface while providing at least 27"
of knee clearance.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
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Image of baby changing station
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Family Restroom

Lat: 38.8279514000, Long: -104.7977491000

Finding: 56

The toilet is not located within the range allowed from the sidewall or partition. 

The centerline of the toilet must be 16 to 18 inches from the sidewall.

2010 ADAS Section 604.2
The water closet shall be positioned with a wall or partition to the rear and to one side.  The centerline of the
water closet shall be 16 inches (405 mm) minimum to 18 inches (455 mm) maximum from the side wall or
partition, except that the water closet shall be 17 inches (430 mm) minimum and 19 inches (485 mm) maximum
from the side wall or partition in the ambulatory accessible toilet compartment specified in 604.8.2.  Water
closets shall be arranged for a left-hand or right-hand approach.

Citation:

2010 ADAS Section: 604.2

As Built:

The toilet is 19-1/2"
from the centerline of
the toilet to the wall.

Recommendation:
Move the toilet closer to the wall.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of toilet too far from wall
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Family Restroom

Lat: 38.8279514000, Long: -104.7977491000

Finding: 57

The toilet seat is not located within the range allowed off the floor. 

The height of accessible water closets shall be a minimum of 17 inches and a maximum of 19 inches
measured to the top of a maximum 2-inch high toilet seat.

2010 ADAS Section 604.4
The seat height of a water closet above the finish floor shall be 17 inches (430 mm) minimum and 19 inches
(485 mm) maximum measured to the top of the seat.  Seats shall not be sprung to return to a lifted position.

Citation:

2010 ADAS Section: 604.4

As Built:

The toilet is 16-1/4"
high.

Recommendation:
When the toilet is relocated closer to the wall, increase the height to between 17" and 19".

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
Costs accounted for in previous item.
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Image of toilet that is not tall enough
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Family Restroom

Lat: 38.8279514000, Long: -104.7977491000

Finding: 58

The toilet paper is not installed within the compliant range in front of the toilet.

Toilet paper dispensers shall be 7 inches minimum and 9 inches maximum in front of the water closet
measured to the centerline of the dispenser. The outlet of the dispenser shall be 15 inches minimum and
48 inches maximum above the finish floor and shall not be located behind grab bars. Dispensers shall
not be of a type that controls delivery or that does not allow continuous paper flow. There shall be a
clearance of 1 1/2 inches minimum below the grab bar.

2010 ADAS Section 604.7
Toilet paper dispensers shall comply with 309.4 and shall be 7 inches (180 mm) minimum and 9 inches (230
mm) maximum in front of the water closet measured to the centerline of the dispenser.  The outlet of the
dispenser shall be 15 inches (380 mm) minimum and 48 inches (1220 mm) maximum above the finish floor and
shall not be located behind grab bars.  Dispensers shall not be of a type that controls delivery or that does not
allow continuous paper flow.

Citation:

2010 ADAS Section: 604.7

As Built:

The toilet paper is 12"
from the front of the
toilet.

Recommendation:
Move the toilet paper dispenser to 7" to 9" from front of the toilet to centerline of the dispenser.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of toilet paper dispenser too far from toilet
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Family Restroom

Lat: 38.8279514000, Long: -104.7977491000

Finding: 59

The soap dispenser's operation mechanism is too high off the floor. 

Dispensers must have all operable parts a maximum of 48 inches above the floor.

2010 ADAS Section 308.2.1
Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and the
low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.2.1

As Built:

The shower soap
dispenser is 49.5".

Recommendation:
Lower soap dispenser so that the operable portion is no higher than 48".

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Family Restroom

Lat: 38.8279514000, Long: -104.7977491000

Finding: 60

The opening hardware is mounted too high.

2010 ADAS Section 404.2.7 Exception 2
Access gates in barrier walls and fences protecting pools, spas, and hot tubs shall be permitted to have operable
parts of the release of latch on self-latching devices at 54 inches (1370 mm) maximum above the finish floor or
ground provided the self-latching devices are not also self-locking devices and operated by means of a key,
electronic opener, or integral combination lock.

Citation:

2010 ADAS Section: 404.2.7 Exception 2

As Built:

The swimsuit bay is
60" to operable part
and projects 7" off the
wall.

Recommendation:
The operable portion of this must be no higher than 48" off the floor surface and located in an area
where it doesn't project into the path of travel.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 61

The water closet compartment door is missing a loop handle on the inside. 

Water closet compartments must be equipped with a door that has a loop or U-shaped handle on both
sides of the door immediately below the latch. The latch must be flip-over style, sliding, or other
hardware not requiring the user to grasp or twist.

2010 ADAS Section 604.8.1.2
Toilet compartment doors, including door hardware, shall comply with 404 except that if the approach is to the
latch side of the compartment door, clearance between the door side of the compartment and any obstruction
shall be 42 inches (1065 mm) minimum.  Doors shall be located in the front partition or in the side wall or
partition farthest from the water closet. Where located in the front partition, the door opening shall be 4 inches
(100 mm) maximum from the side wall or partition farthest from the water closet.  Where located in the side wall
or partition, the door opening shall be 4 inches (100 mm) maximum from the front partition.  The door shall be
self-closing.  A door pull complying with 404.2.7 shall be placed on both sides of the door near the latch. Toilet
compartment doors shall not swing into the minimum required compartment area.

Citation:

2010 ADAS Section: 604.8.1.2

As Built:

There is not a pull
handle on the inside of
the stall door.

Recommendation:
Install a loop handle on the inside of the door.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
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Image of stall door without pull handle
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 62

The water and drain pipes under the lavatory are not adequately insulated. There are four lavatories and
none of their pipes are wrapped. 

Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to
protect against contact. There shall be no sharp or abrasive surfaces under lavatories and sinks.

2010 ADAS Section 606.5
Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to protect
against contact.  There shall be no sharp or abrasive surfaces under lavatories and sinks.

Citation:

2010 ADAS Section: 606.5

As Built:

The lavatory pipes do
not have insulation.

Recommendation:
Install insulation on at least one of the lavatories and indicate it as accessible with an ISA sticker on the
mirror.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

Corrected Condition:
N/A
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CORRECTED

Image of lavatory pipes without insulation Finding 187236 Corrected Photo
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 63

The accessible stall is not able to be secured.

2010 ADAS Section 603.1
Toilet and bathing rooms shall comply with 603.

Citation:

2010 ADAS Section: 603.1

As Built:

The lock on the
accessible stall door
does not latch.

Recommendation:
Realign the latch to provide privacy.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

Image of stall door
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 64

The toilet is not located within the range allowed from the sidewall or partition. 

The centerline of the toilet must be 16 to 18 inches from the sidewall.

2010 ADAS Section 604.2
The water closet shall be positioned with a wall or partition to the rear and to one side.  The centerline of the
water closet shall be 16 inches (405 mm) minimum to 18 inches (455 mm) maximum from the side wall or
partition, except that the water closet shall be 17 inches (430 mm) minimum and 19 inches (485 mm) maximum
from the side wall or partition in the ambulatory accessible toilet compartment specified in 604.8.2.  Water
closets shall be arranged for a left-hand or right-hand approach.

Citation:

2010 ADAS Section: 604.2

As Built:

The toilet is 19" from
the centerline to the
wall.

Recommendation:
Move the toilet closer to the wall.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of toilet too far from wall
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 65

The toilet paper is not installed within the compliant range in front of the toilet.

Toilet paper dispensers shall be 7 inches minimum and 9 inches maximum in front of the water closet
measured to the centerline of the dispenser. The outlet of the dispenser shall be 15 inches minimum and
48 inches maximum above the finish floor and shall not be located behind grab bars. Dispensers shall
not be of a type that controls delivery or that does not allow continuous paper flow. There shall be a
clearance of 1 1/2 inches minimum below the grab bar.

2010 ADAS Section 604.7
Toilet paper dispensers shall comply with 309.4 and shall be 7 inches (180 mm) minimum and 9 inches (230
mm) maximum in front of the water closet measured to the centerline of the dispenser.  The outlet of the
dispenser shall be 15 inches (380 mm) minimum and 48 inches (1220 mm) maximum above the finish floor and
shall not be located behind grab bars.  Dispensers shall not be of a type that controls delivery or that does not
allow continuous paper flow.

Citation:

2010 ADAS Section: 604.7

As Built:

The toilet paper is 11"
from the front of the
toilet.

Recommendation:
Move the toilet paper to 7" to 9" from front of the toilet to centerline of the dispenser.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of toilet paper dispenser too far from toilet
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 66

The floor drain is set too low on the floor which causes a slope over 2 percent.  

Changes in level are not permitted in clear floor or ground spaces or surfaces of turning space and shall
not slope greater than 1:48.

2010 ADAS Section 303.3
Changes in level between 1/4 inch (6.4 mm) high minimum and 1/2 inch (13 mm) high maximum shall be
beveled with a slope not steeper than 1:2.

2010 ADAS Section 304.2
Floor or ground surfaces of a turning space shall comply with 302. Changes in level are not permitted.

2010 ADAS Section 304.2 Exception
Slopes not steeper than 1:48 shall be permitted.

Citation:

2010 ADAS Section: 303.3, 304.2, 304.2 Exception

As Built:

The slope of the floor
at the shower drains
range from 4.2% to
5.6%.

Recommendation:
Level the floor in at least one shower area.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of sloped floor at drain
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 67

The baby changing station is mounted at 48-3/4" to the operating handle. When deployed, the work
surface is at 37".

2010 ADAS Section 308.3.1
Where a clear floor or ground space allows a parallel approach to an element and the side reach is
unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15
inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.3.1

As Built:

The baby changing
station is mounted too
high.

Recommendation:
Lower the baby changing station to provide a 34" maximum height work surface, while providing at least
27" of knee clearance. Install so the operating handle is at maximum 48".

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Finding #67 Continued

Image of baby changing station 
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Finding #67 Additional Finding Photos
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 68

The grab bar is too close to shower controls, shower fittings, or other grab bars.
 
Grab bars shall be 1-1/2 inches for shower controls, shower fittings, and other grab bars

2010 ADAS Section 609.3
The space between the wall and the grab bar shall be 1 1/2 inches (38 mm). The space between the grab bar
and projecting objects below and at the ends shall be 1 1/2 inches (38 mm) minimum. The space between the
grab bar and projecting objects above shall be 12 inches (305 mm) minimum.

Citation:

2010 ADAS Section: 609.3

As Built:

There is only 2"
between the top of the
grab bar and the soap
dispenser in the
shower.

Recommendation:
Relocate the soap dispenser at least 12" above the grab bar.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Finding #68 Continued

Image of shower stall
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 69

The door has a doorstop which prevents it from having a smooth surface at the bottom.

Swinging door surfaces within 10 inches of the finish floor or ground measured vertically must have a
smooth surface on the push side extending the full width of the door. Parts creating horizontal or
vertical joints in these surfaces shall be within 1/16 inch of the same plane as the other. Cavities created
by added kick plates shall be capped. This is required to allow those that use wheelchairs to use their
footrests to push the door open without getting trapped or injured by the gate material. All gates,
including ticket gates, shall meet all applicable specifications for doors.

2010 ADAS Section 404.2.10
Swinging door and gate surfaces within 10 inches (255 mm) of the finish floor or ground measured vertically
shall have a smooth surface on the push side extending the full width of the door or gate.  Parts creating
horizontal or vertical joints in these surfaces shall be within 1/16 inch (1.6 mm) of the same plane as the other. 
Cavities created by added kick plates shall be capped.

Citation:

2010 ADAS Section: 404.2.10

As Built:

There is a doorstop at
the entry of the door.

Recommendation:
Remove the door stop.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
Door stop was removed but the mounting hardware for it remains which projects and is not smooth.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Interior - Women's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 70

The opening hardware is mounted too high.

2010 ADAS Section 404.2.7 Exception 2
Access gates in barrier walls and fences protecting pools, spas, and hot tubs shall be permitted to have operable
parts of the release of latch on self-latching devices at 54 inches (1370 mm) maximum above the finish floor or
ground provided the self-latching devices are not also self-locking devices and operated by means of a key,
electronic opener, or integral combination lock.

Citation:

2010 ADAS Section: 404.2.7 Exception 2

As Built:

The swimsuit bay is
64" to the pole and
even higher to a
plastic bag.

Recommendation:
Lower so that the operable part is no higher than 48".

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 71

The door must have a smooth surface within 10 inches of the floor on the push side.

Swinging door surfaces within 10 inches of the finish floor or ground measured vertically must have a
smooth surface on the push side extending the full width of the door. Parts creating horizontal or
vertical joints in these surfaces shall be within 1/16 inch of the same plane as the other. All gates,
including ticket gates, shall meet all applicable specifications for doors.

2010 ADAS Section 404.2.10
Swinging door and gate surfaces within 10 inches (255 mm) of the finish floor or ground measured vertically
shall have a smooth surface on the push side extending the full width of the door or gate.  Parts creating
horizontal or vertical joints in these surfaces shall be within 1/16 inch (1.6 mm) of the same plane as the other. 
Cavities created by added kick plates shall be capped.

Citation:

2010 ADAS Section: 404.2.10

As Built:

The entry door has a
doorstop.

Recommendation:
Remove door stop.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 72

The water and drain pipes under the lavatory are not adequately insulated.

Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to
protect against contact. There shall be no sharp or abrasive surfaces under lavatories and sinks.

2010 ADAS Section 606.5
Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to protect
against contact.  There shall be no sharp or abrasive surfaces under lavatories and sinks.

Citation:

2010 ADAS Section: 606.5

As Built:

Only one lavatory has
insulated pipes.

Recommendation:
Install an ISA sticker on the mirror at the lavatory with insulated pipes.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

Corrected Condition:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 73

The soap dispenser's operation mechanism is too high off the floor. 

Dispensers must have all operable parts a maximum of 48 inches above the floor.

2010 ADAS Section 308.2.1
Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and the
low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.2.1

As Built:

The soap dispenser by
the lavatory with
insulated pipes is
mounted at 53" to the
operable part.

Recommendation:
Lower the soap dispenser to 48" maximum to the operable part.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

Corrected Condition:
42" high, 23" over reach.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 74

The flush handle is located on the wrong side of the toilet.

Controls shall be operable with one hand and shall not require tight grasping, pinching, or twisting.
Controls for the flush valves shall be mounted on the wide side of toilet areas, no more than 48 inches
above the floor.

2010 ADAS Section 604.6
Flush controls shall be hand operated or automatic.  Hand operated flush controls shall comply with 309.  Flush
controls shall be located on the open side of the water closet except in ambulatory accessible compartments
complying with 604.8.2.

Citation:

2010 ADAS Section: 604.6

As Built:

The flush handle is on
the wrong side of the
toilet.

Recommendation:
Relocate the flush handle to the open side of the toilet or install an automatic flush.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 75

The toilet paper is not installed within the compliant range in front of the toilet.

Toilet paper dispensers shall be 7 inches minimum and 9 inches maximum in front of the water closet
measured to the centerline of the dispenser. The outlet of the dispenser shall be 15 inches minimum and
48 inches maximum above the finish floor and shall not be located behind grab bars. Dispensers shall
not be of a type that controls delivery or that does not allow continuous paper flow. There shall be a
clearance of 1 1/2 inches minimum below the grab bar.

2010 ADAS Section 604.7
Toilet paper dispensers shall comply with 309.4 and shall be 7 inches (180 mm) minimum and 9 inches (230
mm) maximum in front of the water closet measured to the centerline of the dispenser.  The outlet of the
dispenser shall be 15 inches (380 mm) minimum and 48 inches (1220 mm) maximum above the finish floor and
shall not be located behind grab bars.  Dispensers shall not be of a type that controls delivery or that does not
allow continuous paper flow.

Citation:

2010 ADAS Section: 604.7

As Built:

The toilet paper is 14"
from the front of the
toilet to the centerline
of the dispenser.

Recommendation:
Relocate the toilet paper dispenser to 7" to 9" from the front of the toilet to the centerline of the
dispenser.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of toilet paper dispenser too far from toilet
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 76

The baby changing station is mounted to 48-3/4" to the operating handle. When deployed, the work
surface is at 36-1/2".

2010 ADAS Section 308.3.1
Where a clear floor or ground space allows a parallel approach to an element and the side reach is
unobstructed, the high side reach shall be 48 inches (1220 mm) maximum and the low side reach shall be 15
inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.3.1

As Built:

The baby changing
station is mounted too
high.

Recommendation:
Lower the baby changing station to 34" maximum to the work surface, while providing at least 27" of
knee clearance. Install so the operating handle is at maximum 48".

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 77

The grab bar is too close to shower controls, shower fittings, or other grab bars.
 
Grab bars shall be 1-1/2 inches for shower controls, shower fittings, and other grab bars

2010 ADAS Section 609.3
The space between the wall and the grab bar shall be 1 1/2 inches (38 mm). The space between the grab bar
and projecting objects below and at the ends shall be 1 1/2 inches (38 mm) minimum. The space between the
grab bar and projecting objects above shall be 12 inches (305 mm) minimum.

Citation:

2010 ADAS Section: 609.3

As Built:

The soap dispenser is
mounted 6" above the
grab bar in the shower.

Recommendation:
Reinstall the soap dispenser at least 12" above the grab bar.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of shower stall
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 78

The rim of the urinal is too high.

Wall-hung urinals must be provided with an elongated rim projecting a minimum of 13 1/2 inches from
the wall and a maximum of 17 inches above the floor.

2010 ADAS Section 605.2
Urinals shall be the stall-type or the wall-hung type with the rim 17 inches (430 mm) maximum above the finish
floor or ground.  Urinals shall be 13 1/2  inches (345 mm) deep minimum measured from the outer face of the
urinal rim to the back of the fixture.

Citation:

2010 ADAS Section: 605.2

As Built:

The urinal is 17.5" to
the urinal.

Recommendation:
Move the urinal down at least 1/2".

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 79

The door must have a smooth surface within 10 inches of the floor on the push side.

Swinging door surfaces within 10 inches of the finish floor or ground measured vertically must have a
smooth surface on the push side extending the full width of the door. Parts creating horizontal or
vertical joints in these surfaces shall be within 1/16 inch of the same plane as the other. All gates,
including ticket gates, shall meet all applicable specifications for doors.

2010 ADAS Section 404.2.10
Swinging door and gate surfaces within 10 inches (255 mm) of the finish floor or ground measured vertically
shall have a smooth surface on the push side extending the full width of the door or gate.  Parts creating
horizontal or vertical joints in these surfaces shall be within 1/16 inch (1.6 mm) of the same plane as the other. 
Cavities created by added kick plates shall be capped.

Citation:

2010 ADAS Section: 404.2.10

As Built:

The interior exit door
has a doorstop.

Recommendation:
Remove door stop.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 80

The opening hardware is mounted too high.

2010 ADAS Section 404.2.7 Exception 2
Access gates in barrier walls and fences protecting pools, spas, and hot tubs shall be permitted to have operable
parts of the release of latch on self-latching devices at 54 inches (1370 mm) maximum above the finish floor or
ground provided the self-latching devices are not also self-locking devices and operated by means of a key,
electronic opener, or integral combination lock.

Citation:

2010 ADAS Section: 404.2.7 Exception 2

As Built:

The swimsuit bay is
61" high to the bag. It
also projects 7" into
the path of travel.

Recommendation:
Lower so the operable portion is under 48" and relocate so as to out of the path of travel.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175

https://coloradosprings.gov/                              178 of 235
Powered by 



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #80 Continued

 

City of Colorado Springs
(719) 385 - 5175

https://coloradosprings.gov/                              179 of 235
Powered by 



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 81

The hand dryer projects more than 4 inches into the circulation path.

Wall-mounted objects that have leading edges between 27 inches and 80 inches from the floor must not
project more than 4 inches into the circulation path. Protruding objects that extend to the floor or within
27 inches of the floor are cane detectable and are therefore not hazardous. Where it is necessary or
desirable to have objects protrude from the wall, a manner of cane detection must be provided.

2010 ADAS Section 307.2
Objects with leading edges more than 27 inches (685 mm) and not more than 80 inches (2030 mm) above the
finish floor or ground shall protrude 4 inches (100 mm) maximum horizontally into the circulation path.

Citation:

2010 ADAS Section: 307.2

As Built:

The auto hand dryer
projects 8" into the
path of travel.

Recommendation:
Move the hand dryer out of the path of travel.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom/Locker Room

Lat: 38.8279514000, Long: -104.7977491000

Finding: 82

The bench is not deep enough.

Benches shall have seats that are 42 inches long minimum and 20 inches deep minimum and 24 inches
deep maximum.

2010 ADAS Section 903.3
Benches shall have seats that are 42 inches (1065 mm) long minimum and 20 inches (510 mm) deep minimum
and 24 inches (610 mm) deep maximum.

Citation:

2010 ADAS Section: 903.3

As Built:

The benches in the
men's locker room are
only 13" deep - there
are other benches that
are deep enough but
have no back support.

Recommendation:
Add back support to the center benches.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Pool

Lat: 38.8279514000, Long: -104.7977491000

Finding: 83

The door exceeds the maximum pressure to open the door. 

Interior doors shall have a maximum opening force of 5 pounds.

These forces do not apply to the force required to retract latch bolts or disengage other devices that
hold the door or gate in a closed position. Door closers and gate closers shall be adjusted so that from
an open position of 90 degrees, the time required to move the door to a position of 12 degrees from the
latch is 5 seconds minimum. 

Door and gate spring hinges shall be adjusted so that from the open position of 70 degrees, the door or
gate shall move to the closed position in 1.5 seconds minimum.

2010 ADAS Section 404.2.9
Fire doors shall have a minimum opening force allowable by the appropriate administrative authority.  The force
for pushing or pulling open a door or gate other than fire doors shall be as follows: 1.  Interior hinged doors and
gates:  5 pounds (22.2 N) maximum. 2.  Sliding or folding doors:  5 pounds (22.2 N) maximum. These forces do
not apply to the force required to retract latch bolts or disengage other devices that hold the door or gate in a
closed position.

Citation:

2010 ADAS Section: 404.2.9

As Built:

The interior doors to
the pool require 10 and
15 lbs of pressure to
open.

Recommendation:
Adjust the door hardware.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove barriers
to the greatest number of people to your goods and services)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Pool

Lat: 38.8279514000, Long: -104.7977491000

Finding: 84

The swimming pool only provides one accessible means of entry.

Where a swimming pool has more than 300 linear feet of swimming pool wall at least two accessible
means of entry for swimming pools are required. Accessible means of entry shall be swimming pool
lifts; sloped entries; transfer walls; transfer systems; and pool stairs. Where two accessible means of
entry are required one must be a pool lift or a sloped entry.

2010 ADAS Section 242.2
At least two accessible means of entry shall be provided for swimming pools.  Accessible means of entry shall
be swimming pool lifts complying with 1009.2; sloped entries complying with 1009.3; transfer walls complying
with 1009.4; transfer systems complying with 1009.5; and pool stairs complying with 1009.6.  At least one
accessible means of entry provided shall comply with 1009.2 or 1009.3.

Citation:

2010 ADAS Section: 242.2

As Built:

The only accessible
entrance to the pool is
the pool lift.

Recommendation:
Install another pool lift or create a sloped entry.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove barriers
to the greatest number of people to your goods and services)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Pool

Lat: 38.8279514000, Long: -104.7977491000

Finding: 85

The walkway around the pool has a cross slope of up to 8.5%. 

Several panels are sinking near pool filters; this creates only a 19" wide level area for travel.

At least one accessible route shall be provided to accessible facilities, accessible elements, and
accessible spaces that are on the same site. The clear width must be a minimum of 36 inches.

2010 ADAS Section 206.2.2
At least one accessible route shall connect accessible buildings, accessible facilities, accessible elements, and
accessible spaces that are on the same site.

Citation:

2010 ADAS Section: 206.2.2

As Built:

There is not an
accessible route
around the pool.

Recommendation:
Repair panels to provide an accessible route.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove barriers
to the greatest number of people to your goods and services)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Interior - Pool

Lat: 38.8279514000, Long: -104.7977491000

Finding: 86

The accessible route contains running slopes greater than 5% and has not been constructed as a ramp
(i.e. handrails, wheel guides, etc.).

The area is approximately 37'-0" wide.

2010 ADAS Section 206.2.4
At least one accessible route shall connect accessible building or facility entrances with all accessible spaces
and elements within the building or facility which are otherwise connected by a circulation path unless exempted
by 206.2.3 Exceptions 1 through 7.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 206.2.4, 403.3

As Built:

The zero-entry area
into the kid's pool has
running slopes
ranging from 3% to
17.5%.

Recommendation:
Remove and replace an end area to provide maximum 8.33% running slope with handrails and edge
protection.

Barrier Priority:
2 (Important): Should be completed as soon as possible. (Includes findings that would remove barriers
to the greatest number of people to your goods and services)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Interior - Pool

Lat: 38.8279514000, Long: -104.7977491000

Finding: 87

The accessible route of travel contains cross slopes greater than 2%.

2010 ADAS Section 206.2.4
At least one accessible route shall connect accessible building or facility entrances with all accessible spaces
and elements within the building or facility which are otherwise connected by a circulation path unless exempted
by 206.2.3 Exceptions 1 through 7.

2010 ADAS Section 403.3
The running slope of walking surfaces shall not be steeper than 1:20.  The cross slope of walking surfaces shall
not be steeper than 1:48.

Citation:

2010 ADAS Section: 206.2.4, 403.3

As Built:

The cross slope of the
walk to the water slide
is up to 3.2%.

Recommendation:
Remove and replace to provide maximum 2% cross slope.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Gym/Fitness Area

Lat: 38.8279514000, Long: -104.7977491000

Finding: 88

The hand sanitizer dispensers are too high off the floor.  

Dispensers must have all operable parts a maximum of 48 inches above the floor.

2010 ADAS Section 308.2.1
Where a forward reach is unobstructed, the high forward reach shall be 48 inches (1220 mm) maximum and the
low forward reach shall be 15 inches (380 mm) minimum above the finish floor or ground.

Citation:

2010 ADAS Section: 308.2.1

As Built:

The hand sanitizer
dispensers throughout
are mounted too high.
This one is 56" to the
operable part.

Recommendation:
Relocate the dispenser to 48" maximum to the operable part.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
Need to count number of hand sanitizers for estimate.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Interior - Gym/Fitness Area

Lat: 38.8279514000, Long: -104.7977491000

Finding: 89

The coat hooks are mounted too high.

2010 ADAS Section 308.2.2
Where a high forward reach is over an obstruction, the clear floor space shall extend beneath the element for a
distance not less than the required reach depth over the obstruction.  The high forward reach shall be 48 inches
(1220 mm) maximum where the reach depth is 20 inches (510 mm) maximum.  Where the reach depth exceeds
20 inches (510 mm), the high forward reach shall be 44 inches (1120 mm) maximum and the reach depth shall
be 25 inches (635 mm) maximum.

Citation:

2010 ADAS Section: 308.2.2

As Built:

The coat hooks near
the gym restrooms are
mounted at 67".

Recommendation:
Lower the coat hooks to maximum 48" where the horizontal reach is maximum 20".

Barrier Priority:
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not result
in providing greater access to persons with disabilities. (Includes findings that are technically violations
but provide a moderate to low increase in accessibility compared to the financial impact on the entity)

Department:
Parks & Recreation

Notes:
N/A
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Interior - Gym/Fitness Area

Lat: 38.8279514000, Long: -104.7977491000

Finding: 90

The spout for the drinking fountain is too high.

Spout outlets shall be 36 inches maximum above the finish floor or ground.

2010 ADAS Section 602.4
Spout outlets shall be 36 inches (915 mm) maximum above the finish floor or ground.

Citation:

2010 ADAS Section: 602.4

As Built:

The drinking fountain
spout is at 40", and
only 17-1/2" knee
clearance is provided.

Recommendation:
Replace with a compliant drinking fountain.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
Stuff is starting to encroach on the required clear are.

Corrected Condition:
A new fountain installed.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
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Interior - Gym/Fitness Area

Lat: 38.8279514000, Long: -104.7977491000

Finding: 91

The coat hooks are mounted too high.

2010 ADAS Section 308.2.2
Where a high forward reach is over an obstruction, the clear floor space shall extend beneath the element for a
distance not less than the required reach depth over the obstruction.  The high forward reach shall be 48 inches
(1220 mm) maximum where the reach depth is 20 inches (510 mm) maximum.  Where the reach depth exceeds
20 inches (510 mm), the high forward reach shall be 44 inches (1120 mm) maximum and the reach depth shall
be 25 inches (635 mm) maximum.

Citation:

2010 ADAS Section: 308.2.2

As Built:

The coat hooks in the
gym are mounted at
68" to the hooks.

Recommendation:
Lower the coat hooks to maximum 48".

Barrier Priority:
4 (Low): Should be completed as soon as possible due to being a technical violation, but may not result
in providing greater access to persons with disabilities. (Includes findings that are technically violations
but provide a moderate to low increase in accessibility compared to the financial impact on the entity)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 92

Making this restroom accessible would require a considerable expense. Specific issues are detailed in
the following findings.

2010 ADAS Section 213.3.1
Where toilet compartments are provided, at least one toilet compartment shall comply with 604.8.1.  In addition
to the compartment required to comply with 604.8.1, at least one compartment shall comply with 604.8.2 where
six or more toilet compartments are provided, or where the combination of urinals and water closets totals six or
more fixtures.

Citation:

2010 ADAS Section: 213.3.1

As Built:

There is not an
accessible stall in the
restroom in the gym.

Recommendation:
N/A - Refer to Finding

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
Costs included in each finding.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 93

The door opening does not provide at least 32 inches between the face of the door and the opposite
stop.

Door openings shall provide a clear width of 32 inches minimum. Clear openings of doorways with
swinging doors shall be measured between the face of the door and the stop, with the door open 90
degrees. There shall be no projections into the required clear opening width lower than 34 inches above
the finish floor or ground. Projections into the clear opening width between 34 inches and 80 inches
above the finish floor or ground shall not exceed 4 inches.

2010 ADAS Section 404.2.3
Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with
swinging doors shall be measured between the face of the door and the stop, with the door open 90 degrees. 
Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 mm) minimum.
There shall be no projections into the required clear opening width lower than 34 inches (865 mm) above the
finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) and 80 inches (2030
mm) above the finish floor or ground shall not exceed 4 inches (100 mm).

Citation:

2010 ADAS Section: 404.2.3

As Built:

The entry door is 29"
wide.

Recommendation:
Replace the door and frame.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 94

The door has a doorstop which prevents it from having a smooth surface at the bottom.

Swinging door surfaces within 10 inches of the finish floor or ground measured vertically must have a
smooth surface on the push side extending the full width of the door. Parts creating horizontal or
vertical joints in these surfaces shall be within 1/16 inch of the same plane as the other. Cavities created
by added kick plates shall be capped. This is required to allow those that use wheelchairs to use their
footrests to push the door open without getting trapped or injured by the gate material. All gates,
including ticket gates, shall meet all applicable specifications for doors.

2010 ADAS Section 404.2.10
Swinging door and gate surfaces within 10 inches (255 mm) of the finish floor or ground measured vertically
shall have a smooth surface on the push side extending the full width of the door or gate.  Parts creating
horizontal or vertical joints in these surfaces shall be within 1/16 inch (1.6 mm) of the same plane as the other. 
Cavities created by added kick plates shall be capped.

Citation:

2010 ADAS Section: 404.2.10

As Built:

There is a doorstop on
the restroom door.

Recommendation:
Replace with an overhead hold open device.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 95

The faucet controls require twisting of the wrist.

Faucet controls and operating mechanisms shall be operable with one hand and shall not require tight
grasping, pinching, or twisting of the wrist. The force required to activate controls shall be no greater
than 5 lb. Lever-operated, push-type and electronically controlled mechanisms are examples of
acceptable designs. Self-closing valves are allowed if the faucet remains open for at least 10 seconds.

2010 ADAS Section 606.4
Controls for faucets shall comply with 309.  Hand-operated metering faucets shall remain open for 10 seconds
minimum.

Citation:

2010 ADAS Section: 606.4

As Built:

The lavatory controls
require tight grasping.

Recommendation:
Replace with paddle-style controls.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 96

The water and drain pipes under the lavatory are not adequately insulated.

Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to
protect against contact. There shall be no sharp or abrasive surfaces under lavatories and sinks.

2010 ADAS Section 606.5
Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to protect
against contact.  There shall be no sharp or abrasive surfaces under lavatories and sinks.

Citation:

2010 ADAS Section: 606.5

As Built:

The lavatory pipes do
not have insulation.

Recommendation:
Wrap the lavatory pipes.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

Corrected Condition:
Pipes were wrapped.
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Image of lavatories Finding 187253 Corrected Photo
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 97

The mirror is mounted too high.

Mirrors must have the bottom edge of the reflecting surface a maximum of 40 inches above the floor if
above a sink or counter. Mirrors not located above lavatories or countertops shall be installed with the
bottom edge of the reflecting surface 35 inches maximum above the finish floor or ground.

2010 ADAS Section 603.3
Mirrors located above lavatories or countertops shall be installed with the bottom edge of the reflecting surface
40 inches (1015 mm) maximum above the finish floor or ground.  Mirrors not located above lavatories or
countertops shall be installed with the bottom edge of the reflecting surface 35 inches (890 mm) maximum above
the finish floor or ground.

Citation:

2010 ADAS Section: 603.3

As Built:

The mirrors are
mounted at 53".

Recommendation:
Lower at least one mirror to 40" maximum to the reflective surface or add full length mirror.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Women's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 98

The toilet compartment is not wide enough.

Toilet compartments must be a minimum of 60 inches in width.

2010 ADAS Section 604.8.1.1
Wheelchair accessible compartments shall be 60 inches (1525 mm) wide minimum measured perpendicular to
the side wall, and 56 inches (1420 mm) deep minimum for wall hung water closets and 59 inches (1500 mm)
deep minimum for floor mounted water closets measured perpendicular to the rear wall. Wheelchair accessible
compartments for children's use shall be 60 inches (1525 mm) wide minimum measured perpendicular to the
side wall, and 59 inches (1500 mm) deep minimum for wall hung and floor mounted water closets measured
perpendicular to the rear wall.

Citation:

2010 ADAS Section: 604.8.1.1

As Built:

None of the toilet
compartments are
wide enough to be
accessible.

Recommendation:
Evaluate how many restrooms are required based on the occupant load of the structure, and consider if
one of the toilets in this restroom can be removed to create an accessible stall.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of narrow toilet stall
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 99

Making this restroom accessible would require a considerable expense. Specific issues are detailed in
the following findings.

2010 ADAS Section 213.3.1
Where toilet compartments are provided, at least one toilet compartment shall comply with 604.8.1.  In addition
to the compartment required to comply with 604.8.1, at least one compartment shall comply with 604.8.2 where
six or more toilet compartments are provided, or where the combination of urinals and water closets totals six or
more fixtures.

Citation:

2010 ADAS Section: 213.3.1

As Built:

There is not an
accessible stall in the
restroom in the gym.

Recommendation:
N/A - Refer to Finding

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
Costs included in each finding.
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 100

The mirror is mounted too high.

Mirrors must have the bottom edge of the reflecting surface a maximum of 40 inches above the floor if
above a sink or counter. Mirrors not located above lavatories or countertops shall be installed with the
bottom edge of the reflecting surface 35 inches maximum above the finish floor or ground.

2010 ADAS Section 603.3
Mirrors located above lavatories or countertops shall be installed with the bottom edge of the reflecting surface
40 inches (1015 mm) maximum above the finish floor or ground.  Mirrors not located above lavatories or
countertops shall be installed with the bottom edge of the reflecting surface 35 inches (890 mm) maximum above
the finish floor or ground.

Citation:

2010 ADAS Section: 603.3

As Built:

The mirror is mounted
42-1/2" to the reflective
surface.

Recommendation:
Lower the mirror to 40" maximum to the reflective surface. Relocate the soap dispenser to one side of
the mirror.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of mirror mounted too high
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 101

The water and drain pipes under the lavatory are not adequately insulated.

Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to
protect against contact. There shall be no sharp or abrasive surfaces under lavatories and sinks.

2010 ADAS Section 606.5
Water supply and drain pipes under lavatories and sinks shall be insulated or otherwise configured to protect
against contact.  There shall be no sharp or abrasive surfaces under lavatories and sinks.

Citation:

2010 ADAS Section: 606.5

As Built:

The lavatory pipes do
not have insulation.

Recommendation:
Insulate the lavatory pipes.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

Corrected Condition:
Pipes were wrapped.
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CORRECTED

Image of lavatories Finding 187259 Corrected Photo
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 102

The faucet controls require twisting of the wrist.

Faucet controls and operating mechanisms shall be operable with one hand and shall not require tight
grasping, pinching, or twisting of the wrist. The force required to activate controls shall be no greater
than 5 lb. Lever-operated, push-type and electronically controlled mechanisms are examples of
acceptable designs. Self-closing valves are allowed if the faucet remains open for at least 10 seconds.

2010 ADAS Section 606.4
Controls for faucets shall comply with 309.  Hand-operated metering faucets shall remain open for 10 seconds
minimum.

Citation:

2010 ADAS Section: 606.4

As Built:

The lavatory controls
require tight grasping.

Recommendation:
Replace with paddle-style hardware.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of lavatory controls
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Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Interior - Men's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 103

The door opening does not provide at least 32 inches between the face of the door and the opposite
stop.

Door openings shall provide a clear width of 32 inches minimum. Clear openings of doorways with
swinging doors shall be measured between the face of the door and the stop, with the door open 90
degrees. There shall be no projections into the required clear opening width lower than 34 inches above
the finish floor or ground. Projections into the clear opening width between 34 inches and 80 inches
above the finish floor or ground shall not exceed 4 inches.

2010 ADAS Section 404.2.3
Door openings shall provide a clear width of 32 inches (815 mm) minimum. Clear openings of doorways with
swinging doors shall be measured between the face of the door and the stop, with the door open 90 degrees. 
Openings more than 24 inches (610 mm) deep shall provide a clear opening of 36 inches (915 mm) minimum.
There shall be no projections into the required clear opening width lower than 34 inches (865 mm) above the
finish floor or ground.  Projections into the clear opening width between 34 inches (865 mm) and 80 inches (2030
mm) above the finish floor or ground shall not exceed 4 inches (100 mm).

Citation:

2010 ADAS Section: 404.2.3

As Built:

The restroom door is
29" wide.

Recommendation:
Replace the door and frame.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A

City of Colorado Springs
(719) 385 - 5175

https://coloradosprings.gov/                              226 of 235
Powered by 



Memorial Park Family Aquatic Center - 280 S Union Blvd Southeast Colorado Springs,
CO 80910

Finding #103 Continued

Image of narrow door opening
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Lat: 38.8279514000, Long: -104.7977491000

Finding: 104

The door has a doorstop which prevents it from having a smooth surface at the bottom.

Swinging door surfaces within 10 inches of the finish floor or ground measured vertically must have a
smooth surface on the push side extending the full width of the door. Parts creating horizontal or
vertical joints in these surfaces shall be within 1/16 inch of the same plane as the other. Cavities created
by added kick plates shall be capped. This is required to allow those that use wheelchairs to use their
footrests to push the door open without getting trapped or injured by the gate material. All gates,
including ticket gates, shall meet all applicable specifications for doors.

2010 ADAS Section 404.2.10
Swinging door and gate surfaces within 10 inches (255 mm) of the finish floor or ground measured vertically
shall have a smooth surface on the push side extending the full width of the door or gate.  Parts creating
horizontal or vertical joints in these surfaces shall be within 1/16 inch (1.6 mm) of the same plane as the other. 
Cavities created by added kick plates shall be capped.

Citation:

2010 ADAS Section: 404.2.10

As Built:

There is a doorstop on
the restroom door.

Recommendation:
Replace with an overhead hold open device.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of door stop
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Interior - Men's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 105

The rim of the urinal Is too high.

Wall-hung urinals must be provided with an elongated rim projecting a minimum of 13 1/2 inches from
the wall and a maximum of 17 inches above the floor.

2010 ADAS Section 605.2
Urinals shall be the stall-type or the wall-hung type with the rim 17 inches (430 mm) maximum above the finish
floor or ground.  Urinals shall be 13 1/2  inches (345 mm) deep minimum measured from the outer face of the
urinal rim to the back of the fixture.

Citation:

2010 ADAS Section: 605.2

As Built:

The urinals are
mounted at 23" to the
rim.

Recommendation:
Lower one of the urinals to 17" maximum to the rim.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of urinals mounted too high
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Interior - Men's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 106

The toilet compartment is not wide enough.

Toilet compartments must be a minimum of 60 inches in width.

2010 ADAS Section 604.8.1.1
Wheelchair accessible compartments shall be 60 inches (1525 mm) wide minimum measured perpendicular to
the side wall, and 56 inches (1420 mm) deep minimum for wall hung water closets and 59 inches (1500 mm)
deep minimum for floor mounted water closets measured perpendicular to the rear wall. Wheelchair accessible
compartments for children's use shall be 60 inches (1525 mm) wide minimum measured perpendicular to the
side wall, and 59 inches (1500 mm) deep minimum for wall hung and floor mounted water closets measured
perpendicular to the rear wall.

Citation:

2010 ADAS Section: 604.8.1.1

As Built:

The toilet
compartment is 32"
wide.

Recommendation:
Evaluate whether enough toilets and urinals are provided in this facility based on the plumbing code,
and whether one of the toilets can be removed in this restroom to provide an accessible stall.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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Image of narrow toilet stall
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Interior - Men's Restroom (Gym/Fitness Area)

Lat: 38.8279514000, Long: -104.7977491000

Finding: 107

The walking surface is obstructed. 

A 36-inch minimum clear walking surface is required.

2010 ADAS Section 403.5.1
Except as provided in 403.5.2 and 403.5.3, the clear width of walking surfaces shall be 36 inches (915 mm)
minimum.

Citation:

2010 ADAS Section: 403.5.1

As Built:

The route of travel into
the restroom has a
restriction point of
27.5" due to a privacy
wall.

Recommendation:
Pull wall back to allow at least 32" with 36" or more being preferable if feasible.

Barrier Priority:
3 (Moderate): Should be completed as soon as possible, but there may be other items that will provide
greater access to persons with disabilities. (Includes findings that have a high financial impact on the
entity in relationship to the degree of access provided)

Department:
Parks & Recreation

Notes:
N/A
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